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Figure 3-17.  Grating Support Steel Locations. 
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NOTE:

GRATING SUPPORT STEEL LOCATIONS
NO SCALE

1. FOR VALVE MANHOLE WITH DIMENSIONS L & W
   GREATER THAN 16 FEET REQUIRES STEEL MEMBERS
   AND GRATING TO BE DESIGNED FOR UNIFORM
   LOADING OF 145 psf.
2. INTERSECTION OF STEEL MEMBERS MUST BE
   DESIGNED FOR LOADING AND DIMENSIONS
   INDICATED. 

SEE NOTE 2

W10x26 TYP.


